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LEGEND:
SMOKE DETECTORS HARDWIRED AND
INTERCONNECTED TO SOUND ALL ALARMS
WHEN ONE DETECTOR SENSES SMOKE.
PROVIDE BATTERY BACKUP FOR EACH
DETECTOR.

CARBON MONOXIDE DETECTOR HARDWIRED
AND INTERCONNECTED TO SOUND ALL
ALARMS WHEN ONE DETECTOR SENSES
'CO'.  PROVIDE BATTERY BACKUP AT
EACH DETECTOR.

EXHAUST FAN

VENTILATION
BATHROOM EXHAUST FANS - 80 CFM
KITCHEN EXHAUST FAN -    300 CFM
LAUNDRY EXHAUST FAN -   110 CFM

WHOLE HOUSE FAN - CONTINUOUS
OPERATION. PROVIDE 45CFM (TABLE
M1507.3..3.1) WITH CONTROLS PER
M1507.3.2,M1507.3.2.1. UNDERCUT DOORS A
MIN 1 /2" , AND PROVIDE NOT LESS THAN
4SI OF OPENING PER OPENING. OPENING
TO BE SCREENED. FAN NOISE SHALL HAVE
A SONE RATING OF 1.0 OR LESS

ALL EXHAUST FANS TO VENT DIRECTLY
TO EXTERIOR.  FANS LOCATED WITHIN 4
FEET OF INTRERIOR GRILLE SHALL HAVE
A SONE RATING OF 1.0 OR LESS.
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SECOND FLOOR PLAN
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